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1.0
2.0
PURPOSE:
The purpose of this document is to present the test pro-
cedures used during the performance of an evaluation
program. The test program was conducted to obtain the
following performance data and information on the solar
collector:
Thermal performance data under outdoor conditions.
Structural behavior of the collector under static
loading conditions.
Effects of long-term exposure to natural weathering
elements.
All testing activities were conducted at the MSFC Bread-
board Test Facility, and the thermal performance evalua-
tions were made under natural outside conditions. The
test was conducted and the data evaluated using the
methods provided in Reference 2.1 as applicable to out-
door testing of solar collectors. The effects of long-
term exposure to natural weathering will be conducted
and reported at a later date.
REFERENCES
	
2.1
	
ASHRAE 93-77	 Method of Testing to Determine the
Thermal Performance of Solar Col-
lectors
	
3.0	 COLLECTOR DESCRIPTION
Manufacturer:	 Solargenics
Manufacturer's Address:	 808 Gretna Green Way
Los Angeles, California
Model Number:
Serial Number:
Type:
Working Fluid:
None
None
Flat Plate
H2O
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	3.0	 COLLECTOR DESCRIPTION (Continued)
Gross Collector Area, ft 2 : 63.54 ft2
Overall external dimen-
sions:
Width, inches:	 38.12
Length, inches:	 240.00
Thickness, inches:	 3-7/8
Aperture area, ft 2 *	 53.34
Collector glazing:	 Single
Weight, lbs:	 (Not available.)
	
4.0	 SUMMITRY
Thermal performance tests have been conducted on a
Sclargenics solar collector, prior to long-term weather
exposure evaluations. (Weather exposure evaluations
are to be perforzied as part of this test program, and
the results will be reported separately at their con-
clusion.) The collector efficiency, thermal response
time and incident angle modifier test results are pre-
sented in Section 6. Graphical presentations of the
thermal response time, collector efficiency and inci-
dent angle modifier test results comprise Figures 3
through 5, respectively.
Measurements of stagnation temperatures are presented
in Table II.
The results of the structural load evaluations are con-
tained in Table V.
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5.0
5.1
5.2
:'EST CON04 T I ONS AND TF:ST EQ111 PrAEN'f
Ambi ant ronolit i( ns
Ilnle-' s othor-wirse specified herein, all tests were per-
formed at ambient conditions existing at Test Bed #2 of
the MSFC Solar Test Facility at the time of the testa.
Instrumentation and Equipment
All test equipment and instrumentation used in the per-
formance of this test program comply with the require-
ments of MSFC-MMI-5300.4C, Metrology and Calibration.
Table I contains instrumentation identification and data
acquisition connection data. Instrumentation locations
on the test loop and collector are depicted in Figure 1.
A listing of the equipment used in each test follows.
Ap,pa^atus
Platinum Resistance
Thermometer
Pyranometer
Liquid Loop
Nanufacturer/Model
	
Range/Accuracy
Supplied by Collector	 0-500°F t 0.5 °F
Manufacturer
Eppley - PSP
	
0-800 BTU/Ft2.Hr
t 3%
MSFC Supplied
	
.1 - 1.2 GPM
Flow Meter
Platinum Resistance
Thermometer
Strip Chart Recorder
Wind Direction Sensor
Wind Velocitv Sensor
17oxboro/1/2-2 81T3C1
	 .1 - .91 t 1% GPM
1% GPM
Hy--Cal	 0-500°F t_ 0.5 °F
Mosley 680	 5-500 MV f 21
Teledyne Geotech/M1567 	 0 - 360 0 i 18
Teledyne Geotech/M1567	 0.75-60 mph :L 1/2%
Differential Pressure	 Statham	 0 - 10 PSID
Transducer	 + ly
All transducers with the exception of the Eppley PSP pyranometer
used in recording test data are calibrated by either NASA or AMC
calibration laboratories as required by MSFC MMI 5300.4C. The PSP
pyranometer was calibrated by the manufacturer. The stated accuracy
of individual transducers zeflects the overall expected accuracy
through the data acquisition system.
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	5.0
	 TEST CONDITIONS AND TEST EQUIPMENT (Continued)
	
5.3	 Data Acquisition Systems
Teat data obtained (luring performance tests was trans-
mitted from the test site through the primary data
acquisition sy stem N1 to the real time data link and
the DDP-224 computer located in MSFC Building 4646. A
separate data link from Building 4646 provided for
printout of real time data at the test site.
The end-to-end accuracy of data derived from perform-
ance testing was subject to an error analysis which
accounts for all inaccuracies in the transducer, sig-
nal conditioning, signal transmission, and computer
processing methods. Since a formal systems error
analysis was not (lone, confidence in printout accura-
cies was established by installing calibrated "parallel"
transducers and direct readouts at key points in the
system and performin7 comparison checks from time to
time before, during, and after tests. The results of
such checks together with a review of the data for
anomalies indicated that the data presented is suitable
for the purpose intended.
00
6.0
	
TEST REQUIREMENTS AND PROCEDURES
6.1
	
Collector Preconditioning and Stagnation Test
Tested By: B. Henderson
Started:	 8/1/78
Completed: 8/1/78
6.1.1	 Requirement
The collector shall be mounted on an outdoor passive
test stand at an angle of 10° from the horizontal and
facing south. The inlet and outlet ports to the col-
lector shall be capped to prevent flow. The upper cap
shall contain a small vent hole. The preconditioning
shall consist of at least three days exposure during
which the mean incident solar radiation measured in
the plane of the collector shall be 1500 BTU/Ft2•day.
During this preconditioning, the following data shall
be recorded within two hours of solaz noon when the
insolation is constant and above a minimum or 200 BTU/
Hr • Ft 2 in the plane of the collector. Data recorded
shall be the average for at least a 20 minute period
at quasi-steady state conditions.
1. Insolation rate.
2. Ambient temperature.
3. wind Velocity and direction.
4. Absorber surface temperature at either 4 or 5
locations.
Procedure
I. Mount test srt)cimen as described above.
2. Connect instrumentation.
3. Record data as described above.
Results
The results fo, the stagnation test of the Solargenics
collector are shown in Table II.
6.1.2
6.1.3
,to
^i
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TE, T REQU i REMENTS AND PROCEDURES (Continued)
Collector Time Constant Test
Tested By: B. Henderson
Started:	 7/15/78
Completed: 7/15/78
6.2.1	 Requirements
The collector time constant shall be determined by
abruptly reducing the solar flux to zero. This will
be done with the inlet temperature adjusted to within
± 2°F of ambient. while the liquid is flowing at 1.5
GPM. This is the manufacturer's recommended flowrate.
The differential temperature across the collector
shall be monitored to determine the time required to
reach the condition of:
.6T(t) _ . 368
4 Ti
where ZIT(t) is the differential temperature at time t
after the solar flux is reduced to zero and 6 Ti is the
differential temperature prior to the shading of the
solar collector; The liquid to be used as the collector
heat transfer medium shall be as specified by the manu-
facturer. If this liquid is not specified, use water as
the fluid.
The following data will be recorded for the test:
(1) Solar flux.
(2) Ambient temperature.
(3) Inlet liquid temperature.
(4) Collector differential temperature.
(5) Liquid flow rate.
(6) Specified heat transfer medium.
6.0
6.2
6.2.2
1. Adjust the liquid flow rate to 1.57 GPM.*
2. Adjust the inlet temperature to ambient ± 2°F.
3. Assure that the solar flux level is at least 250
BT0/Ft 2 • Eir and is not fluctuating.
4. Record data for five minutes at above stabilized
conditions.
* The manufacturer's recommended flowrate.
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6.0	 TEST REQUIREMEWS AND PROCEDURES (Continued)
6.2	 Collect,-,r Time Constant Test (Continued)
6.2.2	 Proccdure (Continued)
5. Reduce the solar flux to zN .c by abruptly shading
the collector from the sun. Mzrk on strip chart the
moment when the collector is shaded.
6. Monitor and record the differential temperature
across the collector until the ratio of Te -_Ti
is less than 0.30.	 Te,ini-Ti
6.2.3	 Test Results
The differential temperature across the collector was
recorded on a strip chart. The chart speed on the re-
corder was adjusted such that the time-scale was
approximately 10 inches in length. The inlet and outlet
fluid temperatures, flowrates, and solar insolation rates
were recorded at one-minute intervals through the test.
Results of the test are shown in Figure 3. The standard
ASHRAE formula of
Tie,t - r 368
Te,ini - Ti
yields a time constant of five minutes and forty-two
seconds. Data analysis methods are presented in Section
7.2.
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6.0	 TEST REQUIREMENTS AND PROCEDURES (Continued)
6.3	 Collector Thermal Efficiency Test
Tested by: B. Henderson
Started:	 7/18/78
Completed: 7/24/78
6. 3. 1	 Performance Criteria Roquirements
The collo ctor to be tested shali be pre-conditioned
prior to initiation of the test. Pre-conditioning
shall consist of stagnation heat in a non-operational.
mode for t.hrce cumulative days in which the incident
solar radiation measured in thi plane of the collector
shall be a mean of 1500 BTU/Ft /day :406 Lanyleys). The
collector shall be mounted in a location such that there
will be no significant energy reflected or reradiated
onto the collector frc:m surrounding buildings or any
other surfaces in the vi -inity of the test stand for
the duration of the tes... T n addition, the test stand
shall be located so that no shadow will be cast onto
the collector by any obstruction at any time during the
test period. The test shall be conducted at times
having weather conditions such that the integrated aver-
age insolation measured in the plane of the collector
used for the computation of instantaneot s efficiency
values shall not be less than 200 BTU/Ft 2• Hr. The air
velocity across the collector surface shall be measured
and recorded as part of the test data.
Thermal performance evaluation data shall be obtained at
inlet temperatures of 0, 25, 50, and 100°F above the
ambient temperature at the liquid flow rate of 1.5 GPM.
At least four "data points" shall be taken for each value
of inlet temperature at the specified flowrate. The effi-
ciency curve shall be established by "data points" that
represent efficiency values determined by integrating the
data over a time period equal to the time constant or 5
minutes, whichever is larger. The integrated value of
incident solar energy will be divided into the integrated
value of energy obtained from the collector to obtain the
instantaneous efficiency.
The following data shall be recorded during the test at
each operational condition.
1. Ambient. tempere.ture .
2. Collector inlet liquid temperature.
3. Collector outlet liquid temperature.
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G.0 TEST REQUIREMENT'' AND FROCEDURES	 :,Zontinued)
6.3 Collector Thermal Efficiency Test	 (Continued)
6.3.1 Performance Criteria Requirements	 (Continued)
4. Collector differential temperature.
5. Differential pressure across collector.
6. Liquid flow rate.
7. Insolation rate.
8. Wind direction and speed.
6.3.2 Test Procedure
1. Mount the test specimen and its associated equipment
on Test Red 02.	 The tilt angle shall be adjusted such
that the solar incident angle is 0 degrees in the
north-south plane at solar noun.
1. Assure that the data acquisition system is operational.
3. Establish the proper flowrate an:; inlet temperature
for each test designation 1 through 4 specified below.
Inlet Liquid Temperature 	 Liquid
Differential above Exist-
	
Flowrate
Test No.	 ing Ambient Temp,	 °F	 GPM
1	 0	 1.5
2	 25	 1.5
3	 50	 1.5
4	 100	 1.5
4. Continuously adjust the inlet temperature and flow
rate to maintain the desired "data point" character-
istics.	 Monitor the test parameters by using the
teletype at the test site.
5. Inform the data control group that the testing has
been terminated.	 Label and save the printout from
teletype as a record.
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	6.0	 TEST RF.QUI RFt*,'NTS AND PROCEDURES (Continued)
	
6.3	 Collector Thermal Efficiency Test (Continued)
6.3.3 Test Results
The results of the thermal efficiency tests are
in Figure 4. Table III contains the supporting
tained during the tests. Data analysis methods
sent.ed in Section 7.1.
presented
data ob-
are pre-
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6.4.1
6.4.2
TEST REQUIREMENTS AND PROCEDURES (Continued)
Incident An le Modifier Test
Tested by: B. Henderson
Started:	 7/20/78
Completed: 7/25/78
Requirements
The collector incident angle modifier shall be deter-
mined by tilting the collector such that the east-west
radiation incidence angles shall be 30	 40° and 60°
with respect to 0° at solar noen. The liquid flow
rate shall be 1.5 GPM with the inlet temperature con-
trolled to within Z 2°F of ambient. Since these tests
are being performed at outdoor conditions, the inlet
liquid temperature should be maintained as close as
pr-ictical to ambient. The tests shall be conducted with
a cont 4 iuous direct solar flux rate greater than 240
BTU/11r • Ft 2 , when the wind speed is less than approximately
2 mph. The following data shall be recorded during the
test.
(1) Collector tilt angles.
(2) Ambient air temperature.
(3) Collector inlet liquid temperature..
(4) Collector outlet liquid temperature.
(5) Collec:t,)r differential temperature.
(6) Collector differential pressure.
(7) Incident solar flux level.
(8) Liquid flow rate through the collector.
Procedure
1. Set up collector at required tilt angle.
2. Establish required flowrate.
3. Establish required inlet temperature.
4. Assure adequate solar flux level.
5. Record data for five minutes at above stabilized
conditions.
6. Repeat above steps as necessary to obtain required
data for each tilt angle.
6.0
6.4
11
I6.0	 TEST RF.QUIREMNTS AND PROCEDURES (Continued)
6.4	 Incident Angle Modifier Test (Continued)
6.4.3	 Results
The results of the incident angle modifier test are
shown in Figurr 5. Table IV contains the supporting
data obtained during the test.
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6.0
	
TEST REQUIREMENTS AND PROCEDURES (Continued)
6.5
	
Collector Load Test
Tested By: B. Henderson
Started:	 6/27/78
Completed: 6/27/78
6.5.1	 Requirements
6.5.2
6.5.3
One solar collector shall be subjected to load testing.
The specified load requirements are listed in Table V.
The collector shall be mounted as indicated in Figure
2 and shall be oriented such that the glazing is hori-
zontal. Uniform loads shall be applied by means of a
transparent flexible diaphragm which can be covered with
a uniform layer of transparent liquid oA varying depths
to obtain the desired load variations. If either break-
age or leakage to the collector occurs before all six
test steps have been conducted, the load testing shall
be discontinued. If it is determined that the failure is
the result of a collector which is not representative of
the vendor's normal product, the collector shall be re-
placed and the load test started over. If it is deter-
mined that the ultimate load capability of the collector
has been reached, the load testing shall be terminated.
Procedure
1. Mount the collector in the horizontal plane.
2. Place the load frame with liner over the collector.
3. Fill the load frame liner with water to a level cor-
responding to the Step 1 load indicated in paragraph
5.5.3
	
and let stand for five minutes.
4. Drain and remove the load flame.
5. Flush the collector exposed surface with water and
inspect
	
for leaks.
6. If the collector leaked or was damaged due to the load,
record and indicate what the load level is.
7. If the collector does not leak and is not damaged,
record the load level and repeat steps 3 - 5 for the
next load level.
Res ul is
The results of the load test are shown in Table V.
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1 . 0	 AN.4LYS 1 S
7.1	 T)iwi-mal Performance Test
The analysis of data contained in this report is in
.accordance with the National Bureau of Standards recom-
111ended approach. Th is approach is outlined below.
The efficiency of a collector is stated .,s:
q u /A	 in Ctf ( t f ,c - t-f,i ^ 	 (^)
I	 I
where:
q u 	= iate of useful energy extracted from the
Solar Collector (liTU /lir)
A	 = Grons collector area (Ft2)
I	 = Total solar energy incident upon the plane of
the solar collector per unit time per unit
area (131'U/Hr • Ft )
m	 Ma ss flew rate of the transfer liquid through
the col ector per unit area of the collector
(I,bm/Ft • Hr)
Ctf	 = Specific heat of the transfer liquid (bTU/Lb• °F)
t f,e - Temperature of the transfer liquid leaving the
collector (°F)
tf,i = Temperature of the transfer liquid entering the
collector ( °F)
Rewrit ing Equ.it ion ( 1 ) in terms of the t Otal col lector
area yield:
^Z	
(jnA)Ctf
	 tf,e -_t f,J 	 M Ctf (tf , e -
 tf,i ) (2)
(IA)
Notice that:
P i - IA = Total Power Incident on the Collector.
mA	 M	 Total Mass Flow Fate through the Collector.
Therefore M Ctf (t f,e - tf,i) = Total Power Collected by
the Collector.
Pi
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I . 0	 ANALYSIS (Coiit inoed)
7.1
	 'thermal Performance Test (Continue=d)
Substitution in Equation (2) results in:
iZ	 Pabs	 (3)
Pinc
where:
Pabs = Total collected power
Pinc
	 Total incident power
This value of efficiency is expressed as a percentage by
multiplying by 100. This expression for percent efficiency
is:
Collector Efficiency = Pabs x 100
	
(4)Pinc
or from Equation (2), collector efficiency is defined by
the equation:
M Ctf (t f,e - tf,i) 
x 100
	
(5)t Ef f .
Pinc
Each term in Equation (5) was measured and recorded inde-
pendently during the test. The calculated values of
efficiency were determined at sixty-second intervals.
The mean value of efficiency was determined over a five-
minute Period during which the test conditions remained
in a quasi-steady state. Each five-minute period con-
stitutes one "data point" as is graphically depicted on
a plot of percent efficiency versus
I (ti -- t o /I
where: 1
ti = Liquid inlet temperature (°F)
to = Ambient temperature ( °F)
I	 = Incident flux per tuiit area (BTU/1fr • FL2)
The abscissa term ^(t i - t a ) /II was used to normalize
the effect of operating at different values of I, ti and
ta. The results are found in Figure 4. The results of
second order polynomial analyses are also shown in Figure
4. The second order polynomial to best describe the test
results is:
Efficiency = a0 + al-C + a 2Z- 2
I
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	7.0	 ANALYSIS (Continued)
	
7.1
	
Thermal Performance Test (Continued)
where
t = (t i - ta)/I
and the coefficients are determined to be:
Flow Rate (GPM)	 1.5
a 0
	 .589
a 1	-0.604
a2	 -0.688
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	7.0
	
ANALYSIS (Continued)
	
7.2
	 Time Constant Test
Two methods are proposed by ASHRAE 93-77 for conducting
a time constant test; however, due to facility limita-
tions, the first method was used. This method consisted
of shading the collector and maintaining a constant flow
rate and inlet temperature while obtaining data.
According to the definition of time constant given in 93-
77, it is *-he time required for the ratio of the differ-
ential temperature at time 2 to the initial differential.
temperature to reach .368, when solar insolation is re-
duced to zero. It can be expressed as:
Tf,e,Z - Tf,i
.368	 (1)
T f,e,ini	 Tf,i
If the inlet liquid temperature cannot be controlled to
equal the ambient air temperature, then the following
equation must be used
c^.Cp
FRUL (Tf,i
-T`3) 
+ ^ (Tf,e, - Tf ,i)	 _ .368	 (2)
F RUL (Tf^i-Ta) +^ (Tf,e,ini-Tf,i)
Ag
where:
Tf,e,T	 Exit liquid temperature at time V
T f, i 	 Inlet liquid temperature
Tf,e,ini	 Initial exit liquid temperature
m	 Liquid mass flow rate, Lb /11r
Cp	 Specific heat of liquid, BTU/Lb-OF
Ag	 Gross collector area, ft1
FRU L	 Negative of the slope determined from
the thermal efficiency curve
The inlet temperature was maintained within t 2 °F of the
ambient, hence equation (1) was used for evaluation. From
Figure 3 the time constant was determined to be 5 minutes
and 42 seconds.
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Revision A
	
7.0	 ANALYSIS (Continued)
	
7.3	 Incident Angle Modifier Test
Two methods are proposed by ASHRAH 93-77 for incident
angle modifier to!;t:s. Mot.hod 1 (tilting the collector)
was ii rod for tine "olargoni cs col l ec.tor.Incident radi a-
tion angles of 0°, 30°, 40° and 60° with ronpect to the
normal of the collector rmi face were ur;ed.
Tccording to 93-77, the incident angle modifier is de-
fined as
V	 A-
R	 n
where t1 = efficiency at tilted ,cn<31e.
FR (g2-)n = Intercopt of efficiency curve
at normal incident angle -- 0.589
For equat.ion (1) to be applicahlo, the inlet temper- 	 OA
ature must he c:ont:rolled to within ± 2°F of the ambient
air temper..-tur.e. Tn canes where the inlet tempera-
ti.ire cannot he controlled to within  t 2'F, 1 he fol lowi ►►g
equation must he used to oval u, ►te the 3 ncidont angle
mod ifior.
FR (ate) n
where
FRUL is the negative of the slope determined
from the thermal efficiency curve, - 0.82
Table lV shows that the inlet tem peratures were all
	 (A)
within ± 2°F of ambient air temperature. Hence, equation
(1) was used for evaluation.
The re!,ults of this computation are shown on Table 1V
and plotted against incident angle in Figure S.
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TABLE 1I
SOLARGENICS COLLECTOR STAGNATION TEST RESULTS
Ambient Air	 $9.0
Temp., IF
Solar Flux	 288.9
BTU/11r•E't2
Wind
	 Calm
Sensor Location 1 341.5
Temp., IF
Sensor Location 2 327.1
Temp., IF
Sensor Location 3 335.5
Temp., IF
Sensor Location 4 303.7
Temp., IF
NOTE: Sensors installed b manufacturer.
   Sensors 2 and 4 paY
by collector glazing support cross-
bar.
Non-standard sensor locations - See Figure 2.
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TABLE V
RESULTS OF LOAI) TESTING
Service Load Steps
Step No. Load	 (Lb/Ft 2 ) Pass/Fail Comments
1 10 Pass
(See Note)
2 20 Pass
3 30 Pass
4 50 Pass
5 80 Pass
6 120 Pass
NOTE: Due to the size  of the collector,
the load test was pert 7me d on
only one glazing panel rather than
the entire collector.
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Figure 1. Instrumentation Iy^cations for Liquid Collector Test
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R
Note: Temperature sensors C, through	 were installed by the
manufacturer. Sensors 2 and	 aze partially shaded by
the collector c-lazing support cross bar. Non-standard
sensor locations.
Figure 2. Schematic of the Solargenics Collector with Stagnation
Temperature Sensor Locations
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